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Isolation Condenser Reliability Study 

1 IC FAULT TREE 

IC train unreliabilities were estimated using a fault tree model, Figure 1, to combine 
broadly defined failure modes such as failure to operate or failure to provide makeup into an 
overall IC train unreliability model.  The failure probabilities for the individual failure modes 
were calculated by reviewing the failure information, categorizing each failure event by failure 
mode and then estimating the corresponding number of demands (both success and failures).  
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  Isolation condenser   
  train fails to operate 

Isolation condenser train fails to remove 
  decay heat following a reactor scram 

 Failure to provide makeup  
 water to the isolation  
 condenser train when needed 

MOOS

      Isolation
   condenser train
 is in maintenance

while the plant is not
  in a shutdown

    condition

      Failure to recover from
   isolation condenser train FTO

FRFTO

 Isolation condenser  
 train fails to operate 

FTO 

     Failure to recover from 
isolation condenser train FMU

FRFMU

 Failure to provide makeup to
 the isolation condenser train

FMU  
Figure 1.  Fault tree model of isolation condenser train utilized for estimating train unreliability. 
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